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Mobile/Temporary Cooking Equipment 

PURPOSE 
The purpose of this interpretation is to assist owners/operators of mobile cooking operations and 
safety codes officers with the minimum requirements under the Safety Codes Act for Mobile 
Cooking Operations (MCO).  

DISCUSSION 
Application of the Alberta Building Code 
While a building means any structure used or intended for supporting or sheltering any use or 
occupancy and an MCO does support temporary occupancy or sheltering a use, an MCO is not 
purely a “building”. An MCO is also a vehicle that may be parked or sited on a temporary basis 
and then moves to a different location. Describing an MCO as a building would be similar to 
describing a recreational vehicle as a building for use as a residential occupancy. If we accept 
that an MCO is a combination of uses as a vehicle and as a fixed shelter for temporary periods, 
then a selective application of the Safety Codes Act to MCOs is supported by the legislation.  

This Interpretation has been jointly developed by Provincial Administrators for Fire, Building, 
Gas, Plumbing and Electrical disciplines at Alberta Municipal Affairs and the associated fire, 
building, gas, plumbing and electrical sub-councils of the Safety Codes Council. 

APPLICATION OF INTERPRETATION UNDER THE SAFETY CODES ACT 
There are specific provisions in the Alberta Building Code 2014 (ABC 2014) which apply to 
commercial cooking equipment used in an MCO that are also referenced in the Alberta Fire 
Code 2014 (AFC 2014) related to ventilation and fire suppression equipment. 

Clause 1.1.1.1.(1)(m) of Division A of the ABC 2014 states: 

Application of this Code 
1) This Code applies to any one or more of the following:

m) the installation, replacement, or alteration of equipment regulated by this Code,

Article 6.2.2.7. of Division B of the ABC 2014 states: 

Commercial Cooking Equipment 
1) Systems for the ventilation of commercial cooking equipment shall be designed,
constructed and installed to conform to NFPA 96, “Ventilation Control and Fire Protection of
Commercial Cooking Operations,” except as required by Sentence 3.6.3.1.(1) and Article
3.6.4.2.
2) Fire protection systems for commercial cooking equipment referred to in Sentence (1)
using vegetable oil or animal fat shall conform to

a) ANSI/UL 300, “Fire Testing of Fire Extinguishing Systems for Protection of
Commercial Cooking Equipment,” or

b) ULC/ORD-C1254.6, “Fire Testing of Restaurant Cooking Area Fire Extinguishing
System Units.”
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Ventilation, exhaust and suppression requirements for an MCO are within the scope of National 
Fire Protection Association (NFPA) 96, “Ventilation Control and Fire Protection of Commercial 
Cooking Operations” referenced in both the ABC 2014 and AFC 2014.  

The 2011 edition of NFPA 96 states that “this document shall apply to”:  

4.1.9* Cooking equipment used in fixed, mobile, or temporary concessions, such as trucks, 
buses, trailers, pavilions, tents, or any form of roofed enclosure, shall comply with this 
standard unless otherwise exempted by the authority having jurisdiction in accordance with 
1.3.2 of this standard. 
(1.3.2 The authority having jurisdiction shall determine compliance with this standard and 
authorize equivalent deviations from it in all applications.) 

*A.4.1.9 The authority having jurisdiction can exempt temporary facilities, such as a tent, upon 
evaluation for compliance to the applicable portions of this standard. 
Although it might not be practical to enforce all requirements of this standard in temporary 
facilities, the authority having jurisdiction should determine that all necessary provisions that 
affect the personal safety of the occupants are considered. 

The Authority Having Jurisdiction (AHJ) may also require additional building and fire code 
requirements related to fire protection and exhaust/ventilation systems. Examples of the 
application of the ABC 2014 to an MCO include but are not limited to: 

 An MCO with an exhaust hood and fire suppression system is required where the 
production of smoke, heat and grease laden vapour occurs.  

 An MCO with a ventilation system is not required to provide a make-up air system 
beyond provision of properly sized openable closures that are used for food service.  

 An MCO is required to have a fan interlock ensuring that the exhaust fan can only 
operate when such closures have been opened. 

For MCO’s operating in or under a “tent” the tent shall conform to CAN/ULC S109 as per Article 
3.1.6.5. of Division B of the ABC 2014 which states: 

Flame Resistance 
1)  Every tent and air-supported structure and all tarpaulins and decorative materials used in 
connection with these structures shall conform to CAN/ULC-S109, “Flame Tests of Flame-
Resistant Fabrics and Films.” 

NOTE: NFPA has published the 2017 Edition of NFPA 96 “Ventilation Control and Fire 
Protection of Commercial Cooking Operations” and Annex B specifically speaks to Mobile 
Cooking Operations. 
 
Application of the Alberta Fire Code 
Article 2.6.1.9. of the AFC 2014 requires that commercial cooking ventilation and exhaust 
systems comply with the requirements of the ABC 2014. The ABC 2014 directs compliance with 
NFPA 96 for exhaust and fire suppression installations. Article 2.6.1.9. of the AFC 2014 also 
requires that the ventilation, exhaust and suppression systems be inspected and maintained in 
accordance with NFPA 96. 

Article 2.6.1.9. of Division B of the AFC 2014 states: 

2.6.1.9. Commercial Cooking Equipment 
1) Commercial cooking equipment exhaust and fire protection systems shall be designed 
and installed in conformance with the ABC. 
2) Except as required in Sentences (3) to (5), the use, inspection and maintenance of 
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commercial cooking equipment exhaust and fire protection systems shall be in conformance 
with NFPA 96, “Ventilation Control and Fire Protection of Commercial Cooking Operations.” 
3)  Hoods, grease removal devices, fans, ducts, and other appurtenances shall be cleaned 
at frequent intervals to prevent surfaces from becoming heavily contaminated with grease or 
other residues. (See Appendix A.) 
4)  Flammable cleaning materials or solvents shall not be used for the cleaning of exhaust 
systems. 
5) Instructions for manually operating the fire protection systems shall be posted 
conspicuously in the kitchen as part of the fire safety plan. 
6)  Commercial cooking equipment that is certified shall be installed and maintained in 
conformance with its certification. 
7)  Uncertified commercial cooking equipment shall be installed and maintained so as not to 
create a fire hazard. 

NOTE: Uncertified gas (natural or propane) or electrical appliances are not acceptable for 
installation in an MCO. 

Article 2.1.3.5. of Division B of the AFC 2014 states that the installation and maintenance 
requirements for a kitchen fire suppression system are in NFPA 17A, “Standard for Wet 
Chemical Extinguishing Systems”. 

Article 2.1.3.5. of Division B of the AFC 2014 states: 

2.1.3.5. Special Fire Suppression Systems 
1) Where a special fire suppression system is required by this Code, the system shall 
conform to one of the standards listed in Sentences (3) and (4). 
3) The design and installation of a special fire suppression system that is not water-based 
shall conform to one of the following standards: 
 f)  NFPA 17A, “Wet Chemical Extinguishing Systems,”  

The AFC 2014 also requires Portable Fire Extinguishers for an MCO in accordance with NFPA 
10, “Portable Fire Extinguishers”.  

Under the requirements of Sections 2.8. and 5.1. of the AFC 2014, the fire safety provisions for: 

 the safe storage, use and location of gasoline for generators;  

 generators to be cooled prior to refueling;  

 the location of the MCO at least 3 metres from buildings and other MCOs; and 

 the location of any generator 3 metres from a building and the MCO  
are all items required under a fire safety plan.    

The NFPA’s “FIRE SAFETY TIPS FOR MOBILE COOKING OPERATIONS” (attached to this 
Interpretation as Appendix “A”) provides a list of items for consideration in the fire safety plan to 
be developed by the owner/operator and submitted to the local fire department. 

The AFC 2014 also requires the electrical and cooking fuel gas systems to comply and be 
maintained in accordance with the electrical and gas regulations adopted under the Safety 
Codes Act. 

Fire Code Interpretation Standata FCI-14-02 provides additional information regarding the 
application of the AFC 2014 to kitchen exhaust systems and associated fire protection, at: 

FCI-14-02  Fixed Fire Suppression & Exhaust Systems - Cooking 
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Application of the Electrical Code 
The Electrical Code Regulation, section 2, prescribes the conditions for the use of equipment 
related to electrical systems and applies these requirements to the term “approved’ as 
referenced in the 2015 Canadian Electrical Code, Part 1 (2015 CE Code). 

The scope of the 2015 CE Code covers the wiring, equipment, components and accessories of 
the appliances located and connected within and to a MCO. Electrical equipment must be 
certified and identified with acceptable markings, as per the Electrical Safety Information Bulletin 
at: 

Section 2 - Electrical Systems Equipment LEG-ECR-2 [rev-25] 

In addition, any electrical installation for an MCO shall comply with the requirements of the 2015 
CE Code. The installation of wiring and the connection of electrical equipment are identified 
under the Permit Regulation as activities requiring electrical permits.  

Application of the Gas Code 
The Gas Code Regulation adopts CAN/CSA B149.1-15 “Natural Gas and Propane Installation 
Code”, CAN/CSA B149.2-15 “Propane Storage and Handling Code” and CAN/CSA B149.5-15 
“Installation Code for Propane Fuel Systems and Tanks on Highway Vehicles”. 

The scope of these regulations and codes covers all installation of appliances, equipment, 
components, and accessories where natural or propane gas is used for fuel purposes. 
Whenever the installation, extension, alteration or addition of a gas system occurs, compliance 
with the current code in force is required. Any natural gas and propane system installations in 
an MCO shall comply with the requirements of these regulations and codes and are identified 
under the Permit Regulation as activities requiring gas permits. 

Application of the Plumbing Code 
The Plumbing Code Regulation adopts the National Plumbing Code of Canada 2015. The scope 
of this code addresses any portion of a plumbing system installation that is not certified as part 
of a Recreational Vehicle or portable structure. 
 
ADDITIONAL INFORMATION 
In addition to the Safety Codes Act, MCOs are subject to other legislation (including regulations, 
codes, bylaws and other rules). The owner/operator is advised to contact: 

 Each local municipality for any business licenses, permits, zoning and location approvals 
and restrictions. 

 Environmental Public Health – Safe Food at Alberta Health Services for applicable licensing 
or inspection requirements. To contact a Public Health office for your local area, please 
access the following link:  

http://www.albertahealthservices.ca/eph/eph.aspx 
 
INTERPRETATION 
Mobile Cooking Operations (MCO) and equipment, when stationary and used to produce, cook, 
sell and/or distribute food, support or intend to support an occupancy and subject to select 
application of the Safety Codes Act as set out in this Interpretation (Iincludes regulations made 
under this Act and any codes, standards or body of rules declared in force pursuant to this Act).   

This Interpretation applies to all portable/temporary food-service and cooking equipment 
including but not limited to food truck, vending truck, chip truck, burger wagon, doughnut shack, 
mobile/portable food vending unit, hot dog cart and other MCO uses in Alberta. The MCO may 
utilize electricity, wood, charcoal, propane or natural gas as energy for cooking and may use 
either supplied or on-site generated electricity to power lights, fans and cooling equipment. 
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This INTERPRETATION is applicable throughout the province of Alberta. 
 
 
Issue of this STANDATA is authorized by  
the following Administrators: 
 
 
[Original Signed] [Original Signed] 

Tina Parker 
Provincial Fire Administrator  
 

 Sidney Manning 
Provincial Plumbing and Gas Administrator 

 
 
[Original Signed] [Original Signed] 

Paul Chang 
Provincial Building Administrator 

 Clarence Cormier 
Provincial Electrical Administrator 
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